G:\LANL Engineering Standards\Eng. Manual [LEMI\2. Approved\ST-D10—30GEN—3M5r1.dwg, 10/01/03 @ 10:56 093598

NOTES FOR DESIGNER: (Do NOT INCLUDE ON CONSTRUCTION DRAWINGS)

1. WHEN EDITING DETAIL TO SUIT PROJECT, ADD JOB SPECIFIC REQUIREMENTS AND DELETE
ONLY THOSE PORTIONS THAT DO NOT APPLY. TO SEEK A VARIANCE FROM APPLICABLE
REQUIREMENTS, CONTACT THE ESM MECHANICAL POC.

2. REFER TO ENGINEERING STANDARDS MANUAL, MECHANICAL CHAPTER, FOR CRITERIA ON SOUND CONTROL.

3. DETAILS ARE NOT APPLICABLE FOR FIRE RATED BARRIERS, OR RADIATION, EXPLOSIVE, AND EMF SEALS.

4. RODENT—PROOFING: WHEN PENETRATING AN EXTERIOR WALL, ROOF, OR FLOOR, PROVIDE A METAL
COLLAR SECURELY FASTENED TO THE STRUCTURE.

DRAWING DEVELOPED FOR ML—3/
ML—4 PROJECTS. FOR ML—1/
ML—2, ADDITIONAL REQUIREMENTS
AND QA REVIEWS ARE REQUIRED.
(REMOVE THIS NOTE WHEN IN—
SERTED INTO A DRAWING PACK—
AGE).
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